
 
 

                                            
    CITY OF IQALUIT 

SPECIAL CITY COUNCIL MEETING #12 
 City Council Chamber 

              May 5, 2022, at 6:00 p.m. 
 

       AGENDA 
                                 

 
MOMENT OF SILENCE 
 
 
SWEARING IN  
 
 
ADOPTION OF AGENDA 
 
 
1.          MINUTES 
 
             None 
 
2. DECLARATION OF INTEREST 
 
3. DELEGATIONS  
 
 None 
    
4. AWARDS AND RECOGNITIONS 
 
 None 
      
5. STATEMENTS 
  
6. DEFERRED BUSINESS AND TABLED ITEMS 
 
7.  BY-LAWS  
 

a) First Reading of By-law(s). 
 

b) Second Reading of By-law(s) 
 

c) Third  Reading of By-law(s) 
 
 
8. OLD BUSINESS 
 
 None 
 
 
 
 
 

 



  
9.          NEW BUSINESS 
 

a) Iqaluit Water Quality Emergency Summary Report – Presentation  
Justin Rak-Banville, Director, Water & Wastewater WSP 
Ian Moran, Process Design & Optimization, Water & Wastewater WSP 
Charles Goss, Team Lead – Water Treatment WSP 

 
 
10.        COMMITTEE REPORTS 
 
 None 
  
 
11. CORRESPONDENCE 
 
 None 
 
 
12. IN-CAMERA SESSION 

 
None - (  ) as per Section 22 (2) (a) CTV Act and By-law 526 Section 67 

 
 
13. ADJOURNMENT 
 
 

Next City Council Meeting #13 on May 10, 2022 



ᓄᓇᓕᐸᐅᔭᒃᑯᑦ ᐃᖃᓗᓐᓂ
ᐃᒪᖅ ᐱᐅᑎᒋᓂᖓᓄᑦ ᑐᐊᕕᕐᓇᖅᑐᓕᕆᓂᖅ

CITY OF IQALUIT
WATER QUALITY EMERGENCY

ᐊᐃᕆᓕ 21, 2022
APRIL 21ST, 2022

IAN MORAN B.ENG. (NAPEG), PMP, CIMA
ᐱᓕᕆᐊᖑᓗᓂ ᐋᖅᑭᐅᒪᓂᖓ ᐊᒻᒪᓗ ᐱᐅᓯᒋᐊᖅᑕᐅᓂᖓ

PROCESS DESIGN & OPTIMIZATION

DR. CHARLES GOSS PH.D., PMP, P.CHEM

ᐃᒪᖅ ᐱᐅᑎᒋᓂᖓᓄᑦ ᐱᓕᕆᔨᒻᒪᕆᒃ
WATER QUALITY SPECIALIST

JUSTIN RAK-BANVILLE M.SC., MBA, P.CHEM., P.ENG., EP
ᑐᑭᒧᐊᖅᑎᑦᑎᔨ, ᐃᒪᕐᒧᑦ ᐊᒻᒪᓗ ᑭᓈᓗᓐᓄᑦ ᒫᓂᑑᐸᒥᑦ

DIRECTOR, WATER & WASTEWATER MB



WSP ᐱᓕᕆᔩᑦ
THE WSP TEAM

IAN MORAN B.ENG. (NAPEG), PMP, CIMA
ᐱᓕᕆᐊᖑᓗᓂ ᐋᖅᑭᐅᒪᓂᖓ ᐊᒻᒪᓗ ᐱᐅᓯᒋᐊᖅᑕᐅᓂᖓ
PROCESS DESIGN & OPTIMIZATION

DR. CHARLES GOSS PH.D., PMP, P.CHEM

ᐃᒪᖅ ᐱᐅᑎᒋᓂᖓᓄᑦ ᐱᓕᕆᔨᒻᒪᕆᒃ
WATER QUALITY SPECIALIST

JUSTIN RAK-BANVILLE M.SC., MBA, P.CHEM., P.ENG., EP
ᑐᑭᒧᐊᖅᑎᑦᑎᔨ, ᐃᒪᕐᒧᑦ ᐊᒻᒪᓗ ᑭᓈᓗᓐᓄᑦ ᒫᓂᑑᐸᒥᑦ
DIRECTOR, WATER & WASTEWATER MB
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ᐅᑐᐱᕆᐅᑉ ᐱᒋᐊᙵᕐᓂᖓᓂ
EARLY OCTOBER

3

Fuel-like smell coming from taps

ᐅᖅᓱᐊᓘᔮᖅᑐᒥᑦ ᑎᐱᓕᓐᓂᒃ ᐃᒪᖅ ᑯᕕᔭᐅᑎᓪᓗᒍ



ᐅᖅᓱᐊᓗᒃᓴᐅᑉ ᐃᒪᖕᒋᑦ 
PETROLEUM HYDROCARBONS

ᖃᓄᐃᑦᑑᓂᖕᒋ
ᑦF1
ᒑᓯ.
F1

Gasoline and Solvents

F2
ᐅᖅᓱᐊᓗᒃ

F2
Diesel and Kerosene

F3
ᐅᖅᓱᖅᑎᕈᑎᑦ

F3
Lubricants and Oils

F4
ᐅᖅᓱᐊᓗᒃ

F4
Heavy Oils

N/A
N/A

ᐃᒥᕐᒥᒃ ᖃᐅᔨᓴᖅᑕᐅᔭᕆᐊᓖᑦ

390 µg/L
390 µg/L

290 µg/L
290 µg/L

N/A
N/A

Types Drinking Water Screening Values
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ᐃᒪᕐᒧᑦ ᓴᓗᒻᒪᖅᓴᐃᕕᒃ
WATER TREATMENT PLANT

5

ᑕᐃᒫᑐᐃᓐᓇᖅ 
ᐊᐅᓚᓂᖓ

General Operation



ᐅᑐᐱᕆᒥᑦ ᐃᓂᒋᔭᐅᔪᒥᑦ ᖃᐅᔨᓴᕐᓂᖅ
OCTOBER FIELD INVESTIGATION

6

Lake Geraldine and Exterior Assessment

ᓚᐃᒃ ᔨᐊᓗᑏᓐ ᐊᒻᒪᓗ ᓯᓚᑖᓂ ᖃᐅᔨᓴᕐᓂᖅ

Assessment of Known Potential Sources 
of Contamination

ᖃᐅᔨᓴᖅᑕᐅᓯᒪᔪᖅ ᖃᐅᔨᒪᔭᐅᔪᒥᑦ 
ᐃᓱᒪᒋᔭᐅᔪᓂᒃ ᓇᑭᙶᕆᐊᑦᓴᖏᓐᓂᑦ 

ᓱᕈᕐᓇᖅᑐᓂᒃ



ᐅᑐᐱᕆᒥᑦ ᐃᓂᒋᔭᐅᔪᒥᑦ ᖃᐅᔨᓴᕐᓂᖅ
OCTOBER FIELD INVESTIGATION
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ᐅᑐᐱᕆᒥᑦ ᐃᓂᒋᔭᐅᔪᒥᑦ ᖃᐅᔨᓴᕐᓂᖅ
OCTOBER FIELD INVESTIGATION
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ᐅᑐᐱᕆᒥᑦ ᓱᕈᕐᓇᖅᑐᖅ ᐊᖅᑯᑎᑦᓴᖓ
OCTOBER CONTAMINATION PATHWAY
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ᐅᑐᐱᕆᒥᑦ ᓱᕈᕐᓇᖅᑐᖅ ᐊᖅᑯᑎᑦᓴᖓ
OCTOBER CONTAMINATION PATHWAY
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ᐱᕋᔭᑦᑐᖃᕐᓂᕐᒪᖔᖅ ᐃᓄᒐᙳᐊᑦ ᐅᕕᓂᖓᑕ ᖃᐅᔨᓴᖅᑕᐅᓂᖏᑦ
FORENSIC FINGERPRINT ANALYSIS
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Before historic tank spills Tank contents spilled to Void Light hydrocarbons wick 
through concrete

ᓯᕗᓂᐊᒍᑦ ᑕᐃᑦᓱᒪᓂᑐᖃᖅ 
ᖃᑦᑖᓗᐃᑦ ᑯᕕᖃᑦᑕᓚᐅᙱᑎᓪᓗᒋᑦ

ᖃᑦᑖᓘᑉ ᐃᓗᓕᖏᑦ ᑯᕕᔭᐅᔪᑦ 
ᕿᑲᑯᑖᖅᑐᒧᑦ

ᓴᙲᑦᑐᑦ ᕼᐊᐃᑐᕈᑳᐱᓐ 
ᐃᓚᐅᕈᑎᑦᓴᑦ ᖁᐊᑦᑎᑦᑕᕋᕐᒥᑦ
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Samples collected in 
Historic UST and Void

ᖃᐅᔨᓴᖅᑕᐅᔾᔪᑎᒃᓴᑦ ᓄᐊᑕᐅᓯᒪᔪᑦ 
ᐊᑐᖅᑕᐅᔪᑐᖃᖅ ᓄᓇᐅᑉ ᐃᑭᐊᖓᓂ 

ᐅᖅᓱᐊᓗᓐᓄᑦ ᑐᖅᑯᖅᓯᒪᔪᓄᑦ ᖃᑦᑖᓗᒻᒥᑦ 
(UST) ᐊᒻᒪ ᕿᑲᑯᑖᖅᑐᒥᑦ

ᑖᕐ-ᖑᔮᖅᑐᖅ ᐃᓚᐅᕈᑎᑦᓴᖅ ᓴᕕᕋᔭᖅ ᖁᖅᓱᖅᑕᑦ ᐃᓚᑦᓴᕋᓛᑦ

ᐊᐅᐸᔮᖓᔪᖅ 
ᐃᓚᑦᓴᕋᓛᑦ

ᐃᒪᖅ ᖃᑦᑖᓗᒻᒥᑦ

ᐱᕋᔭᑦᑐᖃᕐᓂᕐᒪᖔᖅ ᐃᓄᒐᙳᐊᑦ ᐅᕕᓂᖓᑕ ᖃᐅᔨᓴᖅᑕᐅᓂᖏᑦ
FORENSIC FINGERPRINT ANALYSIS
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ᖃᖓᑕᓲᕐᒧᑦ ᐅᖅᓱᐊᓗᒃ – ᖃᐅᔨᔭᐅᓂᑰᔪᓂᒃ ᓄᐊᑦᑎᕕᒻᒥᒃ ᖃᐅᔨᒋᐊᕐᕕᒃ 
Turbine Jet fuel – Database Reference 

ᐅᐊᓐᓇᖓᓂ ᐃᒪᖃᕐᕕᒃ ᐅᑐᐱᕆ 2021 
North Clearwell October 2021 

ᐱᕋᔭᑦᑐᖃᕐᓂᕐᒪᖔᖅ ᐃᓄᒐᙳᐊᑦ ᐅᕕᓂᖓᑕ ᖃᐅᔨᓴᖅᑕᐅᓂᖏᑦ
FORENSIC FINGERPRINT ANALYSIS
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ᕿᑲᑯᑖᖅᓯᒪᔪᖅ ᐃᒥᖅ

ᐃᒪᖅ ᑕᐃᑲᙵᑦ UST (ᐲᖅᑕᐅᓯᒪᓕᖅᑎᓪᓗᒍ)

ᖁᖅᓱᖅᑕᑦ ᐃᓚᑦᓴᕋᓛᑦ (25x ᐃᓚᔭᐅᓯᒪᓂᖓ)

ᒪᕐᖑᖅᓯᒪᔪᖅ ᓴᕕᕋᔭᒃ ᑕᐃᑲᙵᑦ UST

ᐊᐅᐸᔮᖓᔪᖅ ᐃᓚᑦᓴᕋᓛᑦ (100x ᐃᓚᔭᐅᓯᒪᓂᖓ)

ᐃᓚᖃᖅᑐᖅ ᖃᖓᑕᓲᖅᓯᐅᑎ ᐅᖅᓱᐊᓗᒃ

ᐃ
ᔅᓴ
ᕈᓐ

ᓇ
ᕐᓂ

ᖓ
 (
AB

S)

ᒪᓕᖓᑕ ᑕᑭᓂᖓ (nm)

ᐱᕋᔭᑦᑐᖃᕐᓂᕐᒪᖔᖅ ᐃᓄᒐᙳᐊᑦ ᐅᕕᓂᖓᑕ ᖃᐅᔨᓴᖅᑕᐅᓂᖏᑦ
FORENSIC FINGERPRINT ANALYSIS



ᐅᑐᐱᕆᒥᑦ ᓱᕈᕐᓇᖅᑐᖅ ᐊᖅᑯᑎᑦᓴᖓ
OCTOBER CONTAMINATION PATHWAY
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• ᐱᓕᕆᐊᖑᕙᓪᓕᐊᓂᖓ II 
ᐊᕙᑎᓕᕆᔨᒃᑯᓐᓂᒃ 
ᐃᓂᒋᔭᐅᔪᖅ 
ᖃᐅᔨᓴᖅᑕᐅᓂᖓ

• Phase II Environmental 
Site assessment

• ᐋᖅᑭᐅᒪᓂᖓᓄᑦ ᐊᒻᒪᓗ 
ᓴᓇᔭᐅᓂᖓ ᐃᒪᕐᒧᑦ 
ᓴᓗᒻᒪᖅᓴᐃᓂᕐᒧᑦ ᐃᓂᒋᔭᐅᔪᖅ 
ᐊᓯᐊᒎᖔᕈᑎ 

• Design and Construction 
of WTP By-pass 

ᐱᓕᕆᐊᖑᓯᒪᔪᖅ ᑕᐃᒪᙵᓂ ᐅᑐᐱᕆᒥᑦ ᖃᓄᐃᓐᓂᐅᓚᐅᖅᑐᒥᑦ
WORK FOLLOWING OCTOBER EVENT
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Raw Water S::CAN Treated Water S::CAN

ᐃᒪᖅ ᐃᓚᓯᒪᙱᑦᑐᖅ S::CAN ᓴᓗᒻᒪᖅᓴᖅᓯᒪᔪᖅ ᐃᒪᖅ S::CAN

ᐱᓕᕆᐊᖑᓯᒪᔪᖅ ᑕᐃᒪᙵᓂ ᐅᑐᐱᕆᒥᑦ ᖃᓄᐃᓐᓂᐅᓚᐅᖅᑐᒥᑦ
WORK FOLLOWING OCTOBER EVENT
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Historic Fuel Storage Tank Cover on top of tank

ᐱᑐᖃᖅ ᐅᖅᓱᐊᓗᓐᓄᑦ 
ᑐᖅᑯᐃᕕᒃ ᖃᑦᑖᓗᒃ ᖃᑦᑖᓘᑉ ᖄᖓᓃᑦᑐᖅ ᒪᑐᐊ

ᐱᓕᕆᐊᖑᓯᒪᔪᖅ ᑕᐃᒪᙵᓂ ᐅᑐᐱᕆᒥᑦ ᖃᓄᐃᓐᓂᐅᓚᐅᖅᑐᒥᑦ
WORK FOLLOWING OCTOBER EVENT
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Removing tie slab above Historic Tank Historic UST removed

ᐲᖅᑕᐅᔪᖅ ᖁᓛᓃᑦᑐᖅ ᐱᑐᖃᖅ 
ᖃᑦᑖᓗᒻᒥᑦ ᐱᑐᖃᖅ UST ᐲᖅᑕᐅᔪᖅ

ᐱᓕᕆᐊᖑᓯᒪᔪᖅ ᑕᐃᒪᙵᓂ ᐅᑐᐱᕆᒥᑦ ᖃᓄᐃᓐᓂᐅᓚᐅᖅᑐᒥᑦ
WORK FOLLOWING OCTOBER EVENT
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Before Void cleaning After Void cleaning

ᕿᑲᑯᑖᓚᐅᙱᓐᓂᖓᓂ 
ᓴᓗᒻᒪᖅᓴᐃᓂᕐᒥᑦ ᕿᑲᑯᑖᓚᐅᖅᑎᓪᓗᒍ ᓴᓗᒻᒪᖅᓴᐃᓂᕐᒥᑦ

ᐱᓕᕆᐊᖑᓯᒪᔪᖅ ᑕᐃᒪᙵᓂ ᐅᑐᐱᕆᒥᑦ ᖃᓄᐃᓐᓂᐅᓚᐅᖅᑐᒥᑦ
WORK FOLLOWING OCTOBER EVENT
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Below-Ground Tank Cleaning

ᓄᓇᐅᑉ ᐃᑭᐊᖓᓂ ᖃᑦᑕᕐᓂᒃ 
ᓴᓗᒻᒪᖅᓴᐃᓂᕐᒥᖅ

ᐱᓕᕆᐊᖑᓯᒪᔪᖅ ᑕᐃᒪᙵᓂ ᐅᑐᐱᕆᒥᑦ ᖃᓄᐃᓐᓂᐅᓚᐅᖅᑐᒥᑦ
WORK FOLLOWING OCTOBER EVENT
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Phase II Environmental Site Assessment

ᐱᓕᕆᐊᖑᕙᓪᓕᐊᓂᖓ II ᐊᕙᑎᓕᕆᔨᒃᑯᓐᓂᒃ 
ᐃᓂᒋᔭᐅᔪᖅ ᖃᐅᔨᓴᖅᑕᐅᓂᖓ

WTP Bypass System

ᐃᒪᕐᒧᑦ ᓴᓗᒻᒪᖅᓴᐃᓂᕐᒧᑦ 
ᐃᓂᒋᔭᐅᔪᖅ ᐊᓯᐊᒎᖔᕈᑎᒃ

ᐱᓕᕆᐊᖑᓯᒪᔪᖅ ᑕᐃᒪᙵᓂ ᐅᑐᐱᕆᒥᑦ ᖃᓄᐃᓐᓂᐅᓚᐅᖅᑐᒥᑦ
WORK FOLLOWING OCTOBER EVENT
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Do Not Consume lifted on December 10th

ᐃᒥᖅᑕᐅᒋᐊᖃᙱᑦᑐᖅ ᐊᑐᕈᓐᓃᖅᑎᑕᐅᓚᐅᖅᑐᖅ ᑎᓯᐱᕆ 10-ᒥᑦ

ᐱᓕᕆᐊᖑᓯᒪᔪᖅ ᑕᐃᒪᙵᓂ ᐅᑐᐱᕆᒥᑦ ᖃᓄᐃᓐᓂᐅᓚᐅᖅᑐᒥᑦ
WORK FOLLOWING OCTOBER EVENT



ᑎᓯᐱᕆᒥᑦ ᖃᐅᔨᔭᐅᔪᖅ
DECEMBER DETECTION
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ᑲᑎᖅᓱᐃᕕᒃ ᖃᐅᔨᓴᖅᑕᐅᓂᖓ
MIXING CHAMBER INSPECTION
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ᑖᕐ-ᖑᔮᖅᑐᖅ ᐃᓚᐅᕈᑎᑦᓴᖅ
TAR-LIKE SUBTANCE

26

Close-up of black tar-like substance

ᖃᓂᓈᖅᓯᒪᔪᖅ ᕿᕐᓂᖅᑕᖅ ᑖᕐ−ᖑᔮᖅᑐᖅ ᐃᓚᐅᕈᑎᑦᓴᖅ
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ᑲᑎᖅᓱᐃᕕᒻᒥᑦ ᓯᐸᒃᑐᕈᓪ ᐃᓄᒐᙳᐊᑦ ᐅᕕᓂᖓᓂᙶᖅᑐᖅ ᑎᓯᐱᕆ 
2021 
Mixing Chamber Spectral Fingerprint December 2021 

ᕿᕐᓂᖅᑕᖅ ᑖᕐ ᓄᐊᑕᐅᓯᒪᔪᑦ ᑲᑎᖅᓱᐃᕕᐅᓲᒥᒃ ᑎᓯᐱᕆ 2021-ᒥᑦ
Black Tar Collected From Mixing Chamber December 2021

ᐱᕋᔭᑦᑐᖃᕐᓂᕐᒪᖔᖅ ᐃᓄᒐᙳᐊᑦ ᐅᕕᓂᖓᑕ ᖃᐅᔨᓴᖅᑕᐅᓂᖏᑦ
FORENSIC FINGERPRINT ANALYSIS



ᑲᑎᖅᓱᐃᕕᒃ ᖃᑦᑖᓗᒃ ᐊᓯᐊᒎᖔᕈᑎᒃ
MIXING TANK BYPASS
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ᔮᓐᓄᐊᓕᒥ ᖃᐅᔨᔭᐅᔪᖅ
JANUARY DETECTION
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ᐃᒪᕐᒧᑦ ᓴᓗᒻᒪᖅᓴᐃᓂᕐᒧᑦ ᐃᓂᒋᔭᐅᔪᖅ ᐊᓯᐊᒎᖔᕈᑎᒃ
WATER TREATMENT PLANT BYPASS SYSTEM
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ᖁᐊᑦᑎᑦᑕᕋᑦ/ᓇᑉᐸᖓᔪᖅ ᖃᐅᔨᓴᖅᑕᐅᓂᖓ
CONCRETE / STRUCTURAL ASSESSMENT

31

All below-ground tanks are structurally sound

ᑕᒪᕐᒥᑦᑎᐊᑦ ᓄᓇᐅᑉ ᐃᑭᐊᖓᓃᑦᑐᑦ ᖃᑦᑕᕐᔪᐊᑦ 
ᑐᑦᑎᐊᖅᓯᒪᔪᑦ



ᑖᕐ-ᖑᔮᖅᑐᖅ ᐃᓚᐅᕈᑎᑦᓴᖅ
TAR-LIKE SUBTANCE

32

Original Size 36 Hours 60 Hours 84 Hours Mixing

ᐊᖏᓂᖓ 
ᑕᐃᒪᐃᙵᕐᓂᖓ 36 ᐃᑲᕐᕋᑦ 60 ᐃᑲᕐᕋᑦ 84 ᐃᑲᕐᕋᑦ ᑲᑎᖅᓱᐃᓂᖅ
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Mixing Chamber Sample 

Waterstop-RX 101

ᑲᑎᖅᓱᐃᕕᐅᓲᒥᒃ ᖃᐅᔨᓴᖅᑕᐅᔾᔪᑎᑦᓴᖅ

ᐃᒪᕐᒥᒃ ᓄᖅᑲᖅᑎᑦᑎᔨ-RX 101

ᐊ
ᐅ
ᓚ
ᓂ
ᖓ

 (
%
)

ᒪᓕᖓᑕ ᓈᓴᐅᑖ (cm-1)

ᐱᕋᔭᑦᑐᖃᕐᓂᕐᒪᖔᖅ ᐃᓄᒐᙳᐊᑦ ᐅᕕᓂᖓᑕ ᖃᐅᔨᓴᖅᑕᐅᓂᖏᑦ
FORENSIC FINGERPRINT ANALYSIS



ᔮᓄᐊᓕᒥ ᓱᕈᕐᓇᖅᑐᖅ ᐊᖅᑯᑎᑦᓴᖓ
JANUARY CONTAMINATION PATHWAY
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ᒪᕐᕉᒃ ᓱᕈᕈᑕᐅᔪᒥᓃᒃ
TWO CONTAMINATION EVENTS

35

ᐅᑦᑑᐱᕆ
OCTOBER

ᑎᓯᐱᕆ
DECEMBER

ᓈᓴᐅᑏᑦ
Fractions

F1 ᐊᒻᒪ F2

F1 and F2

F3 ᐊᒻᒪ F4

F3 and F4
ᓱᓇᒃᑯᑖᖅ ᖃᓄᐃᑦᑑᓂᖓ
Material Behaviour

ᐳᑦᑕᓛᓲᖅ ᐃᒪᕐᒥᑦ

Floats in water

ᑭᕕᔭᑦᑐᖅ ᐃᒪᕐᒥᑦ

Sinks in water
ᐃᓄᒐᙳᐊᑦ ᐅᕕᓂᖓᓂ 
ᖃᐅᔨᓴᕐᓂᖅ
Fingerprinting

ᐊᔾᔨᒋᔭᒻᒪᕆᐊᓗᐊ ᐱᑐᖃᖅ UST

Strong match with Historic UST

ᓴᙱᔪᒥᑦ ᐊᔾᔨᒋᔭᖓ ᐃᒪᖅ ᓄᖅᑲᖅᑕᕐᓂᖓᓄᑦ

Strong match with waterstop



ᖁᐊᑦᑎᑦᑕᕋᑦ/ᓇᑉᐸᖓᔪᖅ ᖃᐅᔨᓴᖅᑕᐅᓂᖓ
CONCRETE / STRUCTURAL ASSESSMENT

36

No detectable hydrocarbons in concrete

ᖃᐅᔨᔭᐅᔪᖃᙱᑦᑐᖅ ᕼᐊᐃᑐᕈᑳᐱᓐ 
ᖁᐊᑦᑎᑦᑕᕋᕐᒥᑦ



ᖁᐊᑦᑎᑦᑕᕋᑦ/ᓇᑉᐸᖓᔪᖅ ᖃᐅᔨᓴᖅᑕᐅᓂᖓ
CONCRETE / STRUCTURAL ASSESSMENT

37

WSP ᐊᑐᐃᓐᓇᐅᑎᑦᓯᓚᐅᖅᑐᑦ ᐊᑐᓕᖁᔭᐅᔪᓂᒃ 
ᑲᒪᒋᔭᖃᕐᓂᕐᒥᑦ ᑖᕐ-ᖑᔮᖅᑐᓄᑦ ᐃᓚᐅᕈᑎᑦᓴᓄᑦ ᖃᑦᑖᓗᒃ 

ᐊᑭᓐᓇᖏᓐᓂᒃ

WSP provided recommendations for 
addressing tar-like substance in tank walls



ᐃᒥᖅᑕᕐᕕᐅᓲᒥᑦ ᐃᒪᖅ ᐱᐅᑎᒋᓂᖓ
DISTRIBUTION WATER QUALITY

38

According to Health Canada drinking water quality standards, Iqaluit 
water has been safe to consume for all consumers, including children, 

since first testing on October 12th, 2021

ᒪᓕᓪᓗᒍ ᐋᓐᓂᐊᖃᕐᓇᙱᑦᑐᓕᕆᔨᕐᔪᐊᒃᑯᑦ ᑲᓇᑕᒥ ᐃᒥᖅᑕᐅᖃᑦᑕᖅᑐᖅ ᐃᒪᖅ 
ᐱᐅᑎᒋᓂᖓ ᓈᒻᒪᒋᔭᐅᓯᒪᔪᖅ ᐃᒥᖅᑕᐅᒍᓐᓇᕐᓗᓂ ᑕᒪᐃᓐᓄᑦ, ᐃᖃᓗᐃᑦ ᓱᕈᓯᕐᓄᓪᓗ, 

ᑕᐃᒪᙵᓂ ᖃᐅᔨᓴᖅᑕᐅᙵᓚᐅᖅᑎᓪᓗᒍ ᐅᑎᐱᕆ 12, 2021-ᒥᑦ



ᐊᐱᖅᑯᑎᑦᓴᑦ?
QUESTIONS?
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